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I. INTRODUCTION

On 28 Mar 90, source emi-ssion testing for particulate and visible
emissions was conducted on the 41.Oth Strategic Hospital pathological
incinerator at K.I. Sawyer AFB by personnel from the Air Quality Function of
the AF Occupational and Environmental Health Laboratory,, Environmental Quality
Division (AFOEHL/EQ). An air quality dispersion model was aiso run to
determine a good engineering practice stack height. This survey was' requested
by the 410th StrategicHospital Bioenvironmental Engineer to determine if the
incinerator will meet state standards. Personnel involved with on-site
testing are listed in Appendix A.

II. DISCUSSION

A. Background

The '410th Strategic Hospital was visited by the Environmental
Compliance Assessment and Management Progrnam (ECAMP) auditors inSeptember

1989. It was noted that source emission testing had not been conducted on the
hospital pathological waste incinerator. This survey was requested by the
410th Strategic Hospital Bioenvironmental Engineer to satisfy the ECAMP
finding and determine if the incinerator will meet state standards.
(Appendix B)

On 1 Feb 90, K.I. Sawyer AFB received a Notice of Violation from the
Michigan Department of Natural Resources on the hospital pathological waste
incinerator. The following violations were observed:

(1) emissions over 40% opacity

(2) limit switch inoperable

(3) door or seal warped

(4) Waste such as plastics were being incinerated (Permit was for
type 4, 100% human/animal tissue only)

The mechanical problems discussed in the Notice of Violation were
corrected prior to th AFOEHL team visit. Secondly, waste containing plastics
was being handled by a contractor.

B. Site Description

The pathological waste incinerator is located in the medical logistics
area of the hospital. The exhaust stack extends through the roof. A photo-
graph of the exhaust stack is shown in Figure 1. The incinerator was
manufactured by Advanced Combustion (Model CAI-IO0) and was designed for Type
4 waste (defined as 100% human/animal tissue). The unit does not have any air
pollution control equipment and has the following operational parameters:

(1) two-chamber design

(2) propane fired

(3) 50 pounds per hour(lb/hr) load capacity



Figure 1. Pathological Waste incinerator,
K.I. Sawyer AFB HI

The incinerator is operated on a batch cycle at about 50 lb per
burn. The burn time is about four hours. Approximately six batches of waste
are burned per week.

C. Applicable Standards

Local standards applicable to incinerators used for disposal of
pathological waste are defined under the State of Michigan Air Pollution
Control Rules 301 and 331. These cegulations, detailed in Appendix C, addre!s
two areas:

a. Rule 301 - Standards for density of emissions

Rule 301 prohibits visible emissions from a process or process
equipment of a density greater than a 6-minute average of 20% opacity, except
for one 6-minute average per hour of not more than 27% opacity.

b. Rule 331 - Emission of particulate matter

Rule 331 prohibits the emission of particulate matter in
excess of 0.2 pounds per 1,000 pounds of exhaust gases corrected to 50% excess
air.
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D. Sampling Mthods and Procedures

Present -regulations require that all emissions -testing be -onducted in

accordance with Appendix B to Title 40, Code of Federal Regulations, Part 60
(40 CFR 60). Therefore, sample train-preparation, s ampling and recovery,
calculations and quality assurance were done in accordance with the methods
and procedures outlined in 40 CFR 60, Appendix B.

Two sampling ports were installed at right angles in the stack. Two
traverses of the stack cross-section were completed. These ports were
installed approximately 1.5 duct diameters downstream aia £ duct diameters
upstream from any flow disturbance. Based on the inside stack-diameter, port
location and type of sample (particulate), 16. traverse points (8 per diameter)
were used to collect a representative particulate sample. Appendix D shows
port locations and sampling points.

Prior to-everysample run, cyclonic flow was determined by using the
Type S pitot tube and measuring the stack gas rotational angle at each
traverse point. Flow conditions were considered acceptable when the
arithmetic average of the rotational angles was 20 degrees or less. A
preliminary velocity pressure traverse was also accomplished at this time.

A grab sample for Orsat analysis (measures oxygen and carbon dioxide
for stack gas molecular weight determination) was taken during each sample
run. Orsat sampling and analysts equipment are shown in Figures 2 and 3.
Flue gas moisture content, needed for determination of flue gas molecular
Weight determination, was obtained during particulate sampling.

Particulate samples were collected using the sampling train shown in
Figure 4. Th_ train consisted of a button-hook probe nozzle, heated inconel
probe, heated glass filter, impingers and a pumping and metering device. The
nozzle was sized prior to each sample run so that the gas stream could be
sampled isokinetically (the velocity at the nozzle tip was the same as the
stack gas velocity at each point sampled). Flue gas velocity pressure was
measured at the nozzle tip using a Type S pitot tube connected to a 10-inch
inclined-vertical manometer. Type K thermocouples were used to measure flue
gas and sampling train temperatures. The probe liner was heated to minimize
moisture condensation. The heated filter was used to collect particulates.
The impinger train consisted of the following components:

a. first, third and fourth impingers: modified Greenburg-Smith
type

b. second impinger: standard Greenburg-Smith design was used as a
condenser to collect stack gas moisture. The pumping and metering system was
used to control and monitor the sample gas flow rate. Equipment calibration
data are found in Appendix E.

All calculations were made using the Environmental Protection Agency
publication entitled "Source Test Calculation and Check Programs for
Hewlett-Packard 41 Calculators", (EPA-340/1-85-013) and associated software
programs. Particulate samples were analyzed according to the methods
specified in Method 5.

3
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E. Model Description

PTPLU-2.0 is an air quality dispersion model in version 6-of UNAMAP.

It is a screening model designed to estimate the maximum short term
concentration from a single point source as a function -of atmospheric
stability and wind speed. The model uses a Gaussian algorithm with options
for gradual plume rise, bouyancy-induced dispersion, and stack downwash.
Buoyancy-induced dispersion and-stack downwash options are selected for these
model runs. Maximum concentrations and their corresponding downwind distances
are computed for two sets of wind speeds: winds constant with height and winds
increasing with height. Pasquill-Gifford dispersion (rural) coefficients and
stability classes are utilized. Short comings of the model, especially in
this application, are fumigation and terrain effects neither of which are
considered. Model results should be looked at in light of these two
parameters.

F. Results

1. Visible Emissions

Visible emissions averaged greater than 40% opacity during run
#2. This exceeds the emission limit of 20% opacity. Visible emissions during
run #1 were less than 20% opacity. Testing was concluded after 2 runs since
the incinerator could not meet the Visible emission standards.

2. Particulate Emissions

The front half or filterable particulate matter (material
collected on sampling train surfaces up to and including the filter) was
determined for compliance purposes. Field data sheets are found in Appendix D
and the resulting particulate emission calculations are presented in
Appendix F. Table 1 provides the final particulate emissions test results.
Particulate emissions averaged 0.075 lb/1,000 lb of exhaust gases corrected to
50% excess air. This complies with the applicable standards.

3. Dispersion Model

PTPLU was run with EPA recommended meteorological conditions and
the model applied according to EPA options and guidelines. Under these
guidelines, the mixing height is set at 1500 m, and the worst conditions under
the applicable stability classes using extrapolated winds are then doubled or
tripled to represent a worst case condition. Since PTPLU does not handle a
low ceiling or fumigation scenario properly, the scenario used here better
represents worst case ground level concentrations of pollutants. Table 2
gives the maximum ground level concentrations and the complete model run is in
Appendix F. This table gives worst case concentrations and it's important to
note the weather conditions where these concentrations would exist. These
weather conditions exist mostly in the winter during strong inversions and
winds calm to 15 mph, directed toward the roof air handler units.

6



Table 1. Particulate Emission Test Results

EMISSIONS
STACK GAS TOTAL CORRECTED

CATCH TO 50% EA
RUN %CO2  %02 (mg) (ib/tlbeg) (ib/tlbeg)

1 7.2 10.0 42.2 0.0422 0.0379

2 0.0 10.4 184.0 0.1663 0.1120

AVG = 0.1043 0.075

Note: mg = milligrams
ib/tlbeg = pounds per thousand pounds of exhaust gases
EA = Excess Air

Table 2. Maximum Concentrations

Emission Max concentration Distance to Max
Pollutant Rate at air handler height Concentration

(g/sec) (mg/m3 ) (m)

Particulates .0072 0.229 17

Note: g/sec = grams per second

mg/m = milligrams per cubic meter
m = meter

7



The pollutant measured is particulate and has little chance to make it
through the air handler inside the hospital. However, gaseous products
(dioxins, furans, etc.) which were not measured could, at these same relative
levels, pose serious health problems under certain meteorological conditions.
A higher stack could eliminate these potential problems. This same model was
run with various stack heights to determine a Good Engineering Practice (GEP)
stack height. The GEP stack height should be 10 meters above the roof.

III. CONCLUSIONS

Compliance testing results indicate the incinerator is not in compliance
with applicable State of Michigan emissions standards. The following problems
were observed during operation of the incinerator:

1. Visible emissions were not in compliance. This is probably due to
low primary and/or secondary chamber temperatures and inadequate loading
procedures. Good engineering practices for pathological waste incinerators
require:

a. Primary chamber temperatures between 1400-1600 0F,

b. Secondary chamber temperatures between 1800-2000°F,

c. Minimum residence time in the secondary chamber of 0.5 seconds.

The secondary chamber should be up to operating temperature (about 15
minutes) before the waste is loaded. Then the primary chamber is ignited.

2. There were no monitoring devices such as thermocouples for the
primary and secondary chamber temperatures.

3. Cracks were found in the incinerator refractory.

The pathological waste incinerator will not meet the hospital's future
needs. A long term disposal method for pathological waste needs to be
developed. If a new incinerator is selected, it, should be sited three
thousand feet from the hospital and/or the nearest building. This will reduce
the potential of toxics entering the hospital and other base facilities.
Another alternative would be a new incinerator with Best Available Control
Technology (BACT). Extending the present stack to 10 meters above the roof is
not a viable solution.

IV. RECOMMENDATIONS

1. Allow the secondary chamber to heat up to operating temperature (at
least 20000F) before the waste is loaded. The primary chamber can then be
ignited.

2. The amount of waste per load needs to be reduced 50%. The number of
batches per week can be increased to handle the volume of waste.

8



3. Install thermocouples on the primary and secondary chambers.

AFOEHL will remain active in supporting the base's present and future
needs.
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1. AFOEHL TEST TEAM

Capt Paul Scott, Chief, Air Quality Function
Capt Ronald Vaughn, Consultant, Environmental Quality
ILt Robert O'Brien, Consultant, Environmental Quality
Sgt Stanley Dabney, Technician, Environmental Quality

AFOEHL/EQE
Brooks AFB TX 78235-5501

Phone: AUTOVON 240-2891
Commercial (512) 536-2891

2. K.I. Sawyer on-site representatives

Capt Gregory Zigulis 410 Strat Hosp/SGPB

MSgt James Siler 410 Strat Hosp/SGPB
AV 472-2942
COM (906) 346-2942

iLt Jerry Arends 410 Strat Hosp/SGAL
Mr Mike Nutini 410 Strat Hosp/SGAL

AV 472-2239
COM (906) 346-2239

3. State of Michigan representative

Warren Dellies 1990 U.S. 41 South
Marquette, MI 49855
COM (906) 228-6561
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DEPARTMENT OF THEt AIR FORCE
410TH STRATEGIC HOSPITAL (SAC)

K I SAWYER AIR FORCE BASE, MICHIGAN 49843-5306

REPLY TO
ATTN.OF'. SGPB 9 October 1989

SUBJCT Hospital Incinerator Emmission Testing

T O: SG (
HQ SAC/SGPB 9g, '/Ve fT

AFOEHL/CC 117 NOV 19V
AFOEHL/EQU
IN" TURN

I. The 410th Strategic Hospital Was audited by the Environmental
Compliance Assessment and Management Program (ECAMP) auditors in
September 1989. ECAMP auditors felt that the hospital incinerator
should have emission testing performed. The ECAMP finding is at
Atch 1.

2. After discussions with the regulating agency (Michigan
Department of Natural Resources) particulate testing is not required
for permit compliance. However, we feel that emissions testing for
this 32 year old incinerator would be a good idea.

3. We request that a AFOEHL/EQU team conduct emissions testing on
our hospital incinerator at its earliest opportunity, to ensure
permit parameters for emissions are being met. Permit conditions
are at Atch 2. Capt Scott of AFOEHL/EQU states that AFOEHL/EQU
testing typically consists of analyzing for particulates, opacity,
and chlorides; such testing would adequately assess our compliance.

4. Incinerator classification and usage data is at Atch 3.

5. Please call me at autovon 472-2942 if there are any questions
pertaining to this request.

pUSAF, 85C 3 Atchs
Chie , Bioenvironmental Engineering Services I. ECAMP Findings

2. Permit
3. Incinerator
Details

Peace .... is our Profession

17
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S-15
MICHIGAN AIR POLLUTION CONTROL RULES 411:0511

R 336.1283. Permit system exemptions; (h) Gaso line storage and handling equip- (vi) Equipment for brazing, welding;
testing and inspection equipment. ment at loading facilities handling less soldering, carving, cutting, routing, turn-

Rule 283. The permit system does not than 20,000 gallons per-day or at dispens- ing, drilling, machining, sawing, surface
apply to any of the following: ing facilities, grinding, sanding, planing, buffing. or

(a) Laboratory equipment used ex- polishing ceramic artwork, leather, metals,
clusively for chemical or physical analysis R 336.1285. Permit system exemptions; plastics, rubber, wood, or wood products
or experimentation, except equipment used miscellaneous. on a- nonproduction: basis.
for controlling radioactihe air con- Rule 285. The permit system does not (vii) Photographic process equipment by
iaminants. apply to any of the following: which an image is reproduced upon

(b) Equipment used for hydraulic or (a) Maintenance structural changes, material sensitized to radiant energy.
strutura chages, (viii) 'Battery charging operations.hydrostatic testing. parts replacement, repairs considered by (h) Lagoons and sewage treatment plant

(c) Equipment for inspection of metal the commission to be minor, or relocation facilites, excluding lime storage equip-
products. of equipment within the same building not ment, sewate sludge incinerators, and heat

involving any change in the quality, nature, treatment processes.
R 336.1284. Permit system exemptions; or quantity of the emission of an air con-
containers. taminant therefrom. Examples of minor (i) Livestock and livestock handling

part relacmen orrepirsincudethesystems from which the only potential air

Rule2. p iparts replacement or repairs include the contaminant emission is odorous gas.Rule284.Thepermt~sytemdoesnotfollowing
apply to containers, reservoirs, or tanks ng (j) Equipment for handling and drying
used exclusively for any of the following: (i) Replacing bags in a baghouse. grain on a farm.

(a) Dipping operations for coating ob- (ii) Replacing wires, plates, rappers, orand gas well
electric icir na lcrsaijects with oils, waxes, greases, or natural drillc circuitry in an electrostatic dln testing, completion, and workover

or synthetic resins containing no organic precipitator which does not measurably activities.
solvents. alter the design efficiency of the unit. (I) Portable steam deicers that have a

(b) Electrolytic plating with, electrol (iii) Replacement of fans, pumps, or heat input of less than 1,000,000 Btu's per
olishing ofEoelectrolytic sitetripgytic motors which does not alter the operation hour.polishing of, of electrolytic stripping of, of a source of performande of a control

the following metals: brass, bronze, cad- device.
mium, copper, iron, lead, nickel, tin, zinc, (iv) Boiler tubes. PART 3. EMISSION LIMITATIONS
and precious metals. (v) Piping and ductwork.PROHIBITIONS - PAR-

(c) Storage of butane, propane or Ii- (vi) Replacement of engines, com- TICULATE MATTER
queried petroleum gas in a vessel with a pressors, or turbines as part of a normal R 336.1301. Standards for density of
capacity of less than 40,000 gallons. maintenance program. emissions.

(d) Storage of lubricating oils. (b) Equipment used for any mode of
(e) Storage of no. I to no. 6 fuel oil as traniportation. Rule 301. (1) Except as provided in

specified in ASTM-D-396-69, gas turbine (c) Internal combustion engines with less subrules (2), (3), and (4) of this rule. a
fuel oils nos. 2-GT to 4-GT as specified in than 10,000,000 Btu/hour maximum heat person shall not cause or permit to be
ASTM-D-2880471, or diesel fuel oils nos. input, discharged into the outer air from a pro-
2-D and 4-D as specified in ASTM. (d) Vacuum pumps in laboratory or cess or process equipment a visible emis-
D-975-68. These ASTM methods are pilot plant operations. sion of adensity greater than the most
herein adopted by reference. Copies may (e) Portable brazing, soldering, or stringent of the following:
be inspected at the Lansing office of the air welding equipment. (a) A 6-minute average of 20% opacity,
quality division of the department of (0 Grain, metal, or mineral extrusion except for 1 6-minute average per hour of
natural resources. Copies may be obtained presses. not more than 27% opacity.
from the Department of Natural (g) The following equipment and an ex- (b) A limit specified by an applicable
Resources, P.O. Box 30028, Lansing, haust system or collector exclusively serv- federal new source performance standard.
Michigan 48909, at a cost of $4.00 each. ing the equipment: (c) A limit specified as a condition of a
Copies may also be obtained from the (i) Drop hammers or hydraulic presses permit to install or permit to operate.
American Society for Testing and for forging or metalworking. (2) The provisions of this rule shall not
Materials, 1916 Race Street, Philadelphia, (ii) Die casting machines. apply to any process or process equipment
Pennsylvania 19103, at a cost of $4.00 (iii) Equipment for surface preparation for which fugitive visible emission limita-
each. of metals by use of aqueous solutions, ex- tions are specified in any other administra-

(0 Storage of sweet crude or sweet con- cept for acid solutions, tive rule of the commission.
densate in a vessel with a capacity of less (iv) Atmosphere generators used in con- (3) The provisions of subrule (1) of this
than 40,000 gallons. nection with metal heat treating processes. rule shall not apply to visible emissions

(g) Storage of sour crude or sour con- (v) Equipment used exclusively for due to uncombined water vapor.
densate in a vessel with a capacity of less sintering of glass or metals, but not ex- (4) Upon request by the owner of a
than 40,000 gallons if vapor recovery or its empting equipment used for sintering process or process equipment for which an
equivalent is used to prevent the emission metal-bearing ores, metal scale, clay, allowable particulate emission rate is es-
of vapors to the atmosphere. flyash, or metal compounds. tablished by R 336.1331, the commission

2-21-86 Published by THE BUREAU OF NATIONAL AFFAIRS. INC., Washington. D.C. 20037 45
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411:0512 STATE AIR LAWS

may establish an alternate opacity. Such R 336.1311 through R 336.1319. be capable of operating in a spark-limited
alternate opacity shall not be established [Reserved] mode and shall- meter and display the
by the.commission unless the commission primary-RMS vo1tage~and amperage, the
is reasonably convinced of all of the 'R 336.1320 Complianceprograms. average secondary amperage, and the
following: Re'le 320. (1) A person- responsible for average spark rate. The requirement to

(a) That the- process or process equip- the operation of any existing process or ieter and display the average spark rate
ment subject-to the alternate opacity is in process equipment subject, to the provi- shall not apply if the automatic controller
compliance or on a legally enforceable sions of R 336.1331, table 31, items A.3, employs solid state circuitry to preset pow-
schedule- of compliance with the other A.4, B.5, G.2, I, and J shall submit to the er levels based on sparking rate limits.

-ulies of the commission. commission, by January 18, 1981, a writ- (3) The commission shall waive-the re-
(b) That compliance with the provisions ten program; acceptable -to the commis- quirements of subrule (2) of this rule if

of subfule (I) of this rule is not technically sion, for compliance with such rule or both of the following conditions are met:
or economically reasonable. evidence of compliance with such rule. (a) A satisfactory demonstration is

(c) That reasonable measures to reduce Such evidence shall include available made that the precipitator is capable of
opacity have been implemented or will be emission data, material balance calcula- providing for compliance with all applica-
implemented in accordance with a sched, tions, control equipment specifications, or ble particulate emission and opacity
ule approved by the commission. other information that demonstrates limits.
R 336.1302 [Rescinded] compliance. (b) The precipitator existed b-fore July
R 336.1303 Grading visible emissions. (2) The program required by subrule 1, 1979, or was covered by an application

Rule 303. The opacity of a visible emis- (1) of this rule shall include the method by for a permit to install received by the
sion shall be determined by a qualified which compliance with such rule shall be commission before July 1, 1979.
observer and shall be certified in accord- achieved, a description of new equipment
ance with, and using the procedures speci- to be installed or modifications to existing R 336.1331 Emission of particulate

fled in, reference method 9 or an alterna- equipment to be made, and a timetable matter.

tive method approved by the commission, which specifies, at a minimum, the follow- Rule 331. (1) It is unlawful for a person
ing dates: to cause or allow the emission of particu-

R 336.1304 through R 336.1309. (a) The date equipment shall be late matter from any process or process
[Reserved] ordered. equipment in excess of any of the follow-

R 336.1310. Open burning. (b) The date construction or modifica- ing limits:
tion of equipment shall begin. (a) The maximum allowable emission

Rule 310. (I) A person shall not cause or (c) The date initial start-up of equip- rate listed in table 31.
permit open burnitig of refuse, garbage, or ment shall begin. (b) The maximum allowable emission
any other waste-materials, except for the (d) The date final compliance shall be fate listed by the commission on its own
burning of the following: achieved, if not the same as the date initiative or by application. A new listed

(a) Waste disposal of material from specified in subdivision (c) of this subrule. value shall be based upon the control re-
and at I- or 2-family dwellings where the R 336.1321 through R 336.1329. suits achievable with the application of the
burning does not violate any other com- [Reserved] best technically feasible, practical equip-
mission rules. merit available. This applies only to pro-

(b) Structures and other materials used cesses and process equipment not assigned
exclusively for fire prevention training if R 3,36.1330 Electrostatic precipitator con- a specific emission limit in table -31.
prior approval is obtained from the com- trol systems. (c) The maximum allowable emission
mission. Rule 330. (1) After July 1, 1980, it rate specified as a condition of a permit to

(c) Trees, logs, brush, and stumps in ac- shall be unlawful to operate any cement install or a permit to operate.
cordance with applicable state and local kiln, kraft recvery boiler, lime kiln, cal- (d) T1. maximum allowable emission
regulations r the burning is not conducted ciner, pulverized coal-fired boiler, basic rate specified in a voluntary agreement,
within a priority I area as listed in table 33, oxygen furnace, or gypsum dryer con- performance contract, stipulation, or an
a priority Ii area as listed in table 34, nor trolled by an electrostatic precipitator con- order of the commission.
closer than 1400 feet to an incorporated trol system unless each transformer-recti- (e) The maximum allowable emission
city or village limit and the burning does fier set of the electrostatic precipitator is rate as *determined by table 32 for pro-
not violate any other commission rules, equipped with a saturable core reactor, cesses apd process equipment not covered

(d) Beekeeping equipment and products, silicon-controlled rectifier linear reactor, in subdivisions (a) to (d) of this subrule.
including frames, hive bodies, hive covers, or equivalent type automatic control sys- (2) Compliance with any emission limit
combs, wax, and honey when burned for tem approved by the commission. Except required by this rule shall be determined
bee disease control, for very large precipitators, each automat- by using the corresponding reference test

(e) Logs, brush, charcoal, and similar ic controller shall be set to provide maxi- method specified in table 31 or the refer-
materials for the purpose of food prepara- mum power, or optimal power if operating ence test method deemed appropriate by
tion or recreation. in a sparking mode, from its respective' the commission for processes or process

(2) These exceptions do not authorize transformer-rectifier set. equipment not listed in table 31.
open burning where prohibited by local (2) Each transforner-rectifier set sub- '(3) Tables 31, 32, 33, 34, and figure 31
law or regulation. ject to the provisions of su.rule (1) shall read.as follows:
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AIR POLLUTION PARTICULATE ANALYTICAL DATA
BASE DATE 1 RUN NUMBER

~LT $Ct4V d fI 90 9 1141
BUILDING NUMBER SOURCE NUMBER

I. PARTICULATES

ITEM FINAL WEIGHT INITIAL WEIGHT WEIGHT PARTICLES

FILTER NUMBER 
a 0Z

ACETONE WASHINGS (Probe, Front
Hall Filter)

BACK HALF (if needed)

. . . . . . .,...,... ~Total Weight of Particulates Collected

II. --. ~~WATER -______

ITEM FINAL WEIGHT INITIAL WEIGHT WEIGHT WATER
(gin)(901) (gin)-

IMPINGER 1 (1120) ~~

IMPINGER 2 (1126)

IMPINGER 3 (Day)

-IMPINGER 4 (Slica Ge) d l....R o.

.. . . Total Weight of Water Collected

Ill. - _____________________GASES (Dry) __________

ITEM ANALYSIS ANALYSIS ANALYSIS ANALYSIS AVERAGEI 3 4

VOL %C0 2  f9

VOL % 02.1 ~.

VOL % CO

VOL % H2

Vol M 2 =(100%. % C0 2 * 0 2 %CO)

AMD FEBm.4 '651 REPLACES OEHL 20, MAY 78. WHICH IS OBSOLETE.
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VISIBLE EMIISSION OBSERVWATION. FOR1M No.
COMPA N.AME OSER ,TON 0 TE START TIME EN TIME

\04 0 1i5 30 45 'COMMENTS

PHONE (KEY CONTACT) DLREID !R
4IPROCESS EQUIPMENT OPERTING $OA S.

CONTROL EQUIPMENT OPERA11n DE-------

DESCRIBE EMIQO!, lTA

_ __ __ __ 9'

HG4TOVGUNO LEVEL -HEIGHT REITIE TO OBSERVER' - -- -

__ 9____ ___ ___ Stant En - -E-M

DISTANCE FROM OBSERVER DIECTION FrOM OBSERVER 1

Im,6) End -7Slaft End

DESCRIBE EMISSIONS- - - - -

SIM:En 14

EMISSION COLOR JIF WATER DROPLET PL.UME 15
Satt *1A End jAttachedO0 DetacthedDO Is-_ _ __ _ _ _ _
POINT IN THE PLUME AT WHICH OPACITY WAS DETERMiNED 1

Stan: 2' End L17

SCIB &PLUME BACKGROUND Is

U, ~ End b
SACKGRqVOR SKY CONDITIO 1 19

Staff" 4 End LX Stan: (jVe End 6VJ 20
WIND SPEED jWIND OIRCIN 2
Stu- C) End StatO End 21'
AMBIENfT 4 MP ndWET BULB TEMP RH, p 22 - -2-

.Stan __ __ _ __ _ End15

23
Stxcl SOURCE LAYOUT S~KETCH Draw Nod:? Anvw - -

with 24,

Sun + Ki 25
Wind - -- -

All, 26

Emission Point 27

28

29

30

Obsggvgq's Position 7BE1E4. M N) .{
bmvee PsitonOBSERVA~k1E 

40 1

[~jOIIOAL INFORMATION'2 
- 4rJ AE4
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AIR POL.LUTION PARTI -CULATE ANALYTICAL DATA
BASE -DATE RUN NUMBER-

~f 5L~ ~90
BUILDING NUMBER -SOURCE-NUMBER

I. PARTICULATES

ITEM FINAL WEIGHT INITIAL WEIGHT WEIGHT PARTICLES

FILTER NUMBER

ACETONE WASHINGS ePtobe, Front
Hall Filter) / O5b 'k s-/_ ______

BACK HALF (if needed)

-\ *. .:~ Total Weigh~t of Porticulates Collected

1I. WATER__________

ITEM FINAL WEIGHT INITIAL WEIGHT WEIGHT WATER

IMI R1 (1120) .~O/

IMPINGER 2 (112) -- ___ _____ .o2,0

IMPINGER 3 (Dry)

IMPINGER 4 (Silica Gel)

Total Weight of Water Collected

I II.GASES (Dry)

ITEM ANALYSIS ANALYSIS ANALYSIS ANALYSIS AVERAGEI2 3 4

VOL %C02 -76(0

VOL %02 /01/0 'os I.

VOL % CO

VOL % N2

Vol % N2 = (100%. % C02 . % 02. CO)

AMD FFE;h 651 REPLACES O'EHL 20. MAY 78, WHICH IS OBSOLETE,
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VISIBLE EMISSION OBSERVATION FORM

COMPANY N.AME OaSERVTO START TIME END TIME

STREET A9RESS SEC 5 0 4 CMET

CITY ST AT I 21 1)5 --
f/, z '5 ',- - . ,] .3 _______

PHONE (KEY CONTACT) 'U SOURCN . -"-

_ _ _ _,__1, ,;W._4 26 25: ""

PROCESS EOUIPME OPERATING MODE

CONiTROL EQUIPMENT OPERAING MP
. .....~~( - .14o 35 15....

DESCRIBE EMISSION POINT a

HEIG~rAP UNO LEVEL HEIGHT RELATIVE TO OBSERVER i1LQ.tfz±L~
.,,.,,t . .art.. End• 3L 3L 6 . 1

DISTANCE FROM OBSERVER DIRECTIO FROM OBSERVER
Sn End St End /" -

_ _ __ _ __ _13 _ _ __.

DESCRIBE ISSIOS1L5 __________

Stan1 L End ~"14
EMSIN OO IF WATER DROPLET PLUME 152-2'~T~'t

start?) W)Ok End '7 jAttachod 0 Detached 0 -6 25____________
POINT IN THE PLUME AT WHICH 9PACITY WAS DETERMINED _____2j_____U_

stallEnd 
17 ' "

DESCRIBE PLUME BACKGROUND to __________

Start, D- k & End -9 -10

BACKGROUND C(XOR SKY CON I ONS 1 05 _________

SE End Star- End 20 S'
WVINO SPEDU WIND DIRECTION- - - - - _ _________

SIMr - 5 1 I5 End) Start 1' End 21 0_(A__5
AMBIENT TEMP . WET BULB TEMP R.pret 2

Start A2-End jR 5

23

Slack SOURCE LAYOUT SKETCH Draw North~ Mo -

Vith C=( 24 _ _ _ _ _ _

Sun + 2S
W Ind -

26

Emission Point 271

26

29

30

Observer's Position O, BS N7.
OBSERVER GNATU DAT

______ ,____ __o,_,z, -- ..ORGANI-
Sun Location Line

ADDITIONAL INFORMATION -3 CERIr 2Y AT



I PRELIMINARY SURVEY DATA SHEET NO.1
(Stack Geometry)

BASE PLANT'I e.

.DATE ' ' ... SAMPLING Te" ..

SOURCE TYPE AND MAKE

SOURCE NUMBERSOURCE UMBER INSIDE STACK DIAMETER

- Inches
RELATED CAPACITY TYPE FUEL -

DISTANCE FROM OUTSIDE OF NIPPLE TO-INSIDE DIAMETER

Inches

NUMBER OF TRAVERSES NUMBER OF POINTS/TRAVERSE

___.. ..._LOCATION OF SAMPLING POINTS ALONG-TRAVERSE

PERCENT OF -DISTANCE FROM TOTAL DISTANCE FROM OUTSIDE
POINT DIAMETER INSIDE WALL OF NIPPLE TO SAMPLING POINT

(Inches) (Ihches)

~0

OE L APR 7i 15 33



PRELIMINARY SURVEY DATA SHEET NO. 2
(Velocity and Temiperture Traverae)

BOILER NUMBER

I - - - If &'J Z Inchesg~

In H20
SAMPLING TEAM A

TRAVERSE POINT NUMBER VELOCITY HEAD, Vp IN M20 -/-p STACK TEMPERATURE (OF)

________ 07 1______ 397

I__/_______7 /4Y11

AVE RAGE

OEHL FOR 6 34
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NOZZLE CALIBRATION DATA FORM

Date Calibrated by _ _-__ _

Nozzle Nozzle Diameterb c
. ..D D ,D AD, Dayg

rnin.) mm in. -mm (in.)
dntfctnnumber mm "n.)mm Vin min

h,~'. ,!Li ,,

- , , .q4. .SCob .o ~ .

where:

aD three different nozzles diameters, rmm (in.); each
1,2,3, diameter must be within (0.025 mm) 0.001 in.

AD= maximum difference between any two diameters,, mm (in.)',

AD <(0.10 ram) 0.004 in.

c Davg average of D, D2 ,. and D3 .

Quality Assurance Handbook 1,15-2.6
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TYPE S PITOT TUBE INSPECTION DATA FORM

Pitot tube assembly level? L-' yes no

Pitot tube openings damaged? yes (explain below) L-/  no

a1  0 (<100), a2 =  L/ 0 (<100), = 0 0 (<50),

2= / 0 (<50)

0 / 0, A= /,O '(in.)

Z = A sin o = .0 r (in.); <0.32 cm (<1/8 in.),

w A sin e = O/7.wm (in.); <.08 cm (<1/32 in.)
0.03/.3

PA cm (in.) Pb O,5-- am (in.)

Dt  0, 3" cm (in.)
Dt

Comments: Co&N;7-tc 77_ /*W Y) _ 60 IP 9 M,, F P7-/

Calibration required? yes ___ no

Quality Assurance Handbook M2-1.7
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STACK TEMPERATURE SENSOR CALIBRATION DATA FORM

Date 3 Thermocouple number IN X -r/wr4Fs.T-

Ambient temperature C 0c Barometric pressure in. Hg

Calibrator CF4 Reference: mercury-in-glass , '$T I 3F

other

Reference Thermocouple
Reference thermometer potentiometer Temperature
point Sourcea temperature, temperature, difference,b

number (specify) 0C 0C

a

Te of calibration system used.
b (ref temp, C + 273) - (test thermos temp, C + 273) 101.%

h ref temp, OC + 273J -

Quality Assurance Handbook M5-2.5
-w ,oeVV T- Ikfe c
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APPENDIX F

Acetone Blank Results and

Particulate Emissions Calculations
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RUN-NUMBER
ONE JUl RUN NUMBER
METER'iBOXY? TWO R U -

.9998 RUN METER BOX '?
DELTA H? .9990 RMh

2.0388 RV DELTA H?
BAR PRESS ? 1.9880 RU1 -

29.8580 Rt9 BAR PRESS ?
METER VOL ? 29.8588 )lRU

44.4588 RUh METER VOL ?
MTR TEMP F? ,.a7? 8  RU!!

49.8088 RU'! $TRT '  XRON ASSFLO

Y OTHER GAS 58.0888 RUN
REMOVED BEFORE % OTHER GAS RUN NUMBER
DRY GAS METER ? REMOVED BEFORE ONE mU

8.8888 RUN DRY GAS METER ?
STATIC HOH IN ? 0.8888 RU, VOL MTR STD ?

-. 8508 RU!: STATIC HUH IN ? 46.1856 RU'i
STACK TEMP. -.8508 RUN STACK DSCFM ?

7,58.8888 RUN STACK TEMP. 472.808 PUN
ML. NATEa ? 782.0880 RUN FRONT 1/2 M ?

42.8880 RUN ML. WATER ? 42.2088 RUll
61.1880 RUN BOCK 1/2 MG ?

0.8888 PUN

IMP. % HUH = 4.2 F GR/DSCF = 8814!
IMP, Y HOH 5.4 F MG/NMN = 32.2678

% HOH=4.2 F LB/HR = 0.0570
% HOH=5.4 F KG/HR = 8,0259

% C02?
8.8888 RUN % C02?

%.OXYGEN? 7.7808 RU 1
28.3888 RUN % OXYGEN?

18.4088 RUI'
8.888 RU4 % CO ? XROM 'MASSFLO-

MOL NT OTHER? 0.8880 RUP
8,8888 RUF MOL NT OTHER? RUN NUMBER

0.8888 RUP TWO RU;M~d :28.81
MN HET=28.36 M~d =29.65 VOL MTR STD ?

MW NET=29.82 58.3928 RUN~STACK DSCFM ?
SORT PSTS ? 447.8808 RUN

9.3928 RUN- SORT PSTS ? FRONT 1/2 MG ?
TIME MIN ? 9.3886 RU14 184.8888 R1N

80.80888 RUN TIME HIN ? BACK 1/2 MG ?
NOZZLE DIR ? 64,888 RUtN 8.0880 RIP

.5803 RUN NOZZLE DIA ?
STK DIR INCH ? .5883 RUN

12.2588 RUN' STK DIR INCH ? F GR/DSCF = 08563
12.2588 RUN F MG/MMN : 128.9446

VOL MTR STD = 46.185 F LB/HR : 8.2159
..SIKPRES ABS = 29,85 * VOL MTR STD = 58.392 F KG/HR 8.8979

VOL HOH GAS = 2.81 STK PRES ABS = 29.85
% MOISTURE = 4.18 . VOL HUH GAS =.2.88
MOL DRY GAS : 8,958 % MOISTURE"- ',5'4 -
X NITROGEN : 79.78 " ML DRY GAS : 8.94 "

MOL WT DRY : 28.81 % NITROGEN : 81.98
ROL NT NET = 28.36 MOL NT DRY 29.65
VELOCITY FPS = 23.18 O.-.ML NT NET = 29.02

STACK ACFM 1,139. A'CK AREA = .82
*'STACK DSCFM : 472. STACK AREA : 8.82 ;
% ISOKINETIC : 71,1 41 STACK DSCF: 447.

% ISOKINETIC 185. 5



BLANK ANALYTICAL DATA FORM

Plant . . SOt'er AFP...

Sample location llspI;f( :iSk;e1-4fO)

Reiative humidity

Liquid level marked and container sealed LI ...

Density of acetone (pa) a .7K g/ml

Blank volume (V a ) 00 ml

Date and time of wt i) f 10 /too iy Gross wt IoS24i. ' mg

Date and time of wt 12- Pltag 9  07K ht, Gross wt )p mg

Average gross wt juo-& j,3 mg

Tare wt 10Sj 0. 0r mg

Weight of blank (mab) 1.0 mg

ma_ =,0 = 0. 0D mg/g
Ca= Va Pa ( oo ) (0,*s

Note: In no case should a blank residue greater than 0.01 mg/g
(or 0.001% of the blank weight) be subtracted from the sample
weight.

Filters Filter number

Date and time of wt Gross wt mg

Date and time of-wt Gross wt mg

Average gross wt mg

Tare wt mg

Difference wt mg

Note: Average difference must be less than ±5 mg or 2% of total
sample weight whichever is greater.

Remarks

Signature of analyst Ae , ('T

Signature of reviewer

Quality Assurance Handbook M5-5.4

46



0,~ 0:.5.1 -0 /

%M.. %'o- o.% to 0.5

13 9O' 41

/ Oo/

eA A' I 9 q-z C- ID l .?/0 1 1-0

47



6- A/ O~

0. a."Z /0O/

" a 8 " AiA)* - .99a3- Y

£.cc(a, A oa

48R , g



APPENDIX G

Air Dispersion Model
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PTPWU-2.0 (VERSION 86196)

AN AIR QUALITY DISPERSION MODEL IN

SECTION 3. NO"-UIDELINE MODELS.

IN UNAMAP (VERSION 6) JUL 86

SOURCE: UNANAP FILM ON 1PMS UNIVAC AT RTP, NC.

>)>INPUT PARAETERS(<<

STITLE*** KI Sawer AFB - Hospital incinerator

***OPTIONIS*** ***ME TZOROLOGY*** ***SOURCE***

IF = 1, USE OPTION AMIENT AIR TEMPERATURE m 277.00 (K) EMISSION RATE = 0.0072 (G/SEC)

IF - 0, IGNORE OPTION MIXING HEIGHT = 1500.00 (M4) STACK HEIGHT - 1.47 (M4)

IOPT(l) - 0 (GRAD PLUME RISE) ANVEOr=EE HEIGHT - 10.00 (M4) EXIT TEMP. . 676.33 (K)

IOPT(2) - 1 (STACK DONWASWH) WIND PROFILE EXPONENTS - A:0.15, 8:0.15, C:0.20 EXIT VELOCITY - 6.92 (14/SEC)

IOPT(3) - 1 (BUOY. INDUCED DISP.) D:0.25, E:0.30, F:0.30 STACK DIAM. a 0.311 (M4)

IDFLT a 1 (1 = USE DEFAULT, 0 n NOT USE DEFAULT)

MUOR m 1(1 - URBAN, 2 = RURAL)

0***kECEPTOR HEIGHT*** - 1.00 (M4)

> >>CALCULATED PAR1JICTERS(<

VOLUMETRIC FLOW 0.53 (14**3/SEC) UOYANCY FLUX PARAMETER - 0.97 (M**4/SEC**3)

KI Sawer AFS - Hospital Incinerator

0 ****WINDS CONSTANT WITH HEIGHT""* ****STC TOP WINDS (EXTRAPOLATED FROM 10.0 METRs)****

STABILITY WIND SPEED MAX COlIC DIST OF MAX PLUME HT WIND SPEED MAX COlIC DIST OF MAX PLUME HT

(N/SIC) (0/CU 14) (KK) (W4 (N/SIC) (0/CU 14) (Km) (M4)

10.50 1.4935E-06 0.112 43.3 0.38 1.1617E-06 0.146 57.3

1 0.80 2.2427Z-06 0.072 27.6 0.60 1.7505Z-06 0.094 36.3

1 1.00 2.7086-06 0.059 22.4 0.75 2.1223E-06 0.077 29.4

1 1.50 3.75141-06 0.042 15.4 1.13 2.9873E-06 0.053 20.1

1 2.00 4.6516Z-06 0.033 11.9 1.50 3.7516E-06 0.042 15.4

1 2.50 5.44631-06 0.027 9.8 1.88 4.4369Z-06 0.035 12.6

1 3.00 6.1529E-06 0.024 8.4 2.25 5.06211-06 0.030 10.8

0 ""*WINDS CONSTANT WITH HEIGHT**** ****STACK TOP WINDS (EXTRAPOIATED FROM 10.0 METERS)****

STABILITY WIND SPEED MAX CONC DIST OF MAX PLUME ST WIND SPEED MAX CONC DIST OF MAX PLUME HT

(NSIC) (0/CU 14) (EM) (14) (N/SIC) (0/CU 14) (EM) (M4)
2 0.50 1.49351-06 0.112 43.3 0.38 1.1617Z-06 0.146 57.3

2 0.80 2.24271-06 0.072 27.6 0.60 1.7505z-06 0.094 36.3

2 1.00 2.70861-06 0.059 22.4 0.75 2.1223E-06 0.077 29.4

2 1.50 3.75141-06 0.042 15.4 1.13 2.9873E-06 0.053 20.1

2 2.00 4.65161-06 0.033 11.9 1.50 3.7516E-06 0.042 15.4

2 2.50 5.4463E-06 0.027 9.8 1.86 4.43691-06 0.035 12.6

2 3.00 6.15291-06 0.024 8.4 2.25 5.0621E-06 0.030 10.8

2 4.00 7.34861-06 0.019 6.7 3.00 6.1532z-06 0.024 8.4

2 5.00 8.5374E-06 0.015 5.6 3.75 7.0747z-06 0.020 7.0

0 ****WINN6 COMSAN WITH HIIGHT**** ****STACK TOP WINDS (EXTRAPOLATED FROM 10.0 XrMETERS)

STABILITY WIND SPEED MAX COlIC DIST OF MAX PLUM ST WIND SPEED MAX COlIC DIST OF MAX PLUME ST

(N/SIC) (0/CU 14) (EM) (14) (N/SIC) (0/CU 14) (EM) (14)
3 2.00 5.50931-06 0.040 11.9 1.36 4.07701-06 0.055 16.6

3 2.50 6.48351-06 0.033 9.8 1.70 4.8750z-06 0.045 13.7

3 3.00 7.3463Z-06 0.028 8.4 2.04 5.60151-06 0.039 11.7

3 4.00 8.80551-06 0.022 6.7 2.73 6.88571-06 0.031 9.1

3 5.00 1.02501-05 0.018 5.6 3.41 7.9794E-06 0.026 7.6
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3 7.00 0.OOOOE+00 0.000 4.1 4.77 9.8426E-06 0.019 5.8

3 10.00 0.0000E+00 0.000 3.1 6.81 0.0000E+00 0.000 4.2

3 12.00 0.0000E+00 0.000 2.6 8.18 o.0000E+00 0.000 3.6

3 15.00 0;0000E+00 0.000 2.2 10.22 0.0000E+00 0.000 3.0

0 ****WINDS CONSTANT WITH HEIGHT**** ****STACK TOP WINDS (EXTRAPOLATED FROM 10.0 METERS)****

STABILITY WIND SPEED MAX CONC DIST OF MAX PLUME HT WIND SPEED MAX CONC DIST OF MAX PLUME HT

(H/SEC) (G/CU M) (K(M) (M) (M/SEC) (G/CU M) (1(M) (M)

4 0.50 1.6165E-06 0.206 43.3 0.31 1.0322E-06 0.334 69.0

4 0.80 2.4771E-06 0.130 27.6 0.50 1.6026E-06 0.208 43.7

4 1.00 3.0134E-06 0.105 22.4 0.62 1.9669E-06 0.167 35.3

4 1.50 4.2370E-06 0.072 15.4 0.93 2.8257E-06 0.113 24.0

4 2.00 5.3136E-06 0.056 11.9 1.24 3.6166E-06 0.086 18.4

4 2.50 6.2607E-06 0.046 9.8 1.55 4.3463E-06 0.070 15.0

4 3.00 7.0889E-06 0.040 8.4 1.86 5.0204E-06 0.059 12.7

4 4.00 8.4886E-06 0.032 6.7 2.48 6.2191E-06 0.047 9.9

4 5.00 9.8799E-06 0.026 5.6 3.10 7.2373E-06 0.039 8.2

4 7.00 1.3264E-05 0.018 4.1 4.33 8.8931E-06 0.030 6.3

4 10.00 0.OOOOE+00 0.000 3.1 6.19 1.1910E-05 0.021 4.6

4 12.00 0.OOOOE+00 0.000 2.6 7.43 1.4004E-05 0.017 3.9

4 15.00 0.OOOOE+00 0.000 2.2 9.29 0.OOOOE+00 0.000 3.3

4 20.00 0.0000E+00 0.000 1.8 12.38 0.OOOOE+00 0.000 2.6

0 ****WINDS CONSTANT WITH HEIGHT**** ****STACK TOP WINDS (EXTRAPOLATED FROM 10.0 METERS)****

STABILITY WIND SPEED MAX CONC DIST OF MAX PLUME HT WIND SPEED MAX CONC DIST OF MAX PLUME HT

(M/SEC) (G/CU M) (1() (M) (M/SEC) (G/CU M) (1() (M)

5 2.00 9.7677E-07 0.216 24.4 1.13 1.1888E-06 0.264 29.2

5 2.50 9.0349E-07 0.200 22.7 1.41 1.1024E-06 0.244 27.2

5 3.00 8.3745E-07 0.197 21.5 1.69 1.0358E-06 0.229 25.7

5 4.00 7.4449E-07 0.184 19.7 2.25 9.3744E-07 0.207 23.5

5 5.00 6.8751k-07 0.172 18.3 2.81 8.6065E-07 0.200 21.9

0 ****WINDS CONSTANT WITH HEIGHT**** ****STACK TOP WINDS (EXTRAPOLATED FROM 10.0 METERS)****

STABILITY WIND SPEED MAX CONC DIST OF MAX PLUME HT WIND SPEED MAX CONC DIST OF MAX PLUME HT

(M/SEC) (0/CU M) (1M) (M) (M/SEC) (0/CU M) (1M) (M4)

6 2.00 1.4030E-06 0.179 20.5 1.13 1.7186E-06 0.217 24.5

6 2.50 1.2944E-06 0.166 19.1 1.41 1.5898E-06 0.201 22.8

6 3.00 1.2036E-06 0.162 18.1 1.69 1.4906E-06 0.189 21.6

6 4.00 1.0656E-06 0.152 16.6 2.25 1.3447E-06 0.172 19.7

6 5.00 9.8236E-07 0.142 15.4 2.81 1.2381E-06 0.164 18.4

0 (1) THE DISTANCE TO THE POINT OF MAXIMUM CONCENTRATION IS SO GREAT THAT THE SAME STABILITY IS NOT LIKfLY

TO PERSIST LONG ENOUGH FOR THE PLUM TO TRAVEL THIS FAR.

0 (2) THE PLUME IS CALCU.ATED TO BE AT A HEIGHT WHERE CARE SHOULD BE USED IN IN7ERPRETING THE COMKITATION.

0 (3) NO COMPUTATION VMS ATTEMPTED FOR THIS HEIGHT AS THE POINT OF MAXIMUM CONCENTRATION IS GREATER THAN 100 KILQWETERS

FROM THE SOURCE.
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